NOTICE TO ALL PLAN HOLDERS SUBMITTING BIDS FOR THIS WORK:

You are hereby notified of the following information, changes, clarifications or modifications to the original Contract Documents, Project Manual, Drawings, Specifications and subsequent Addenda. This Addendum shall supersede the original Contract Documents and previous Addenda wherein it contradicts the same and shall take precedence over anything to the contrary therein. All other conditions remain UNCHANGED.

CLARIFICATIONS AND CHANGES TO THE SPECIFICATION MANUAL AND DRAWINGS:

AD1.01: NOTICE TO CONTRACTORS (Advertisement)
DESCRIPTION OF WORK: Areas of Work have been changed as follows:
“TSI is to be removed from the following general locations: Men's Locker Room and Women's Locker Room.”

AD1.02: NOTICE TO CONTRACTORS (Advertisement)
DESCRIPTION OF WORK: Engineer's estimate of the Work is changed, the revised estimate of abatement and re-insulation is approximately $45,000.

AD1.03: NOTICE TO CONTRACTORS (Advertisement)
PARAGRAPH 3: The date for submission of bids is changed. Bids will be accepted no later than 2:00PM, on January 20, 2006. Late bids will not be accepted or considered.

AD1.04: NOTICE TO CONTRACTORS (Advertisement)
PARAGRAPH 8: States that “All prime contractors wishing to bid on this work shall attend the pre-bid conference.” Due to limited response and attendance at the pre-bid conference held January 5, 2006, combined with amended Scope of Work, the “mandatory” requirement for attendance at the Pre-Bid Conference is herewith waived and voided. Bids will now be accepted from all qualified contractors as stipulated herein and within the Contract Documents. Prospective bidders may request a brief onsite review of the Work Areas prior to the new Bid Due Date.
ABATEMENT OF ASBESTOS-CONTAINING THERMAL PIPE INSULATION
DIAMOND PE COMPLEX
PROJECT NO. 308C

AD1.05: PROJECT MANUAL
SECTION 02080; PARAGRAPH 1.01.B: Delete Work Items #3 (PE Offices) and #4 (Training Room/Team Locker Room).

AD1.06 DRAWING ASB-1
Delete Scope at PE Offices, Training Room and Team Locker Room areas.

AD1.07 GENERAL
Contractor shall install additional access openings at one or more locations to facilitate removal of TSI and re-insulation activities. New access doors and openings shall be sized as necessary and shall be equipped with latching mechanisms. Door and frame material and finish shall be suitable for damp locations. Submittal of product data required.

AD1.08 GENERAL
Areas of Work shall be made available for the contractor during the following time periods:
  Monday through Friday, 6pm-2am
  Saturday 1pm-9pm

End of Addendum #1
January 10, 2006

ACKNOWLEDGED:

____________________________________________________
Bidder's Signature

A signed copy of this addendum is to be submitted as a part of the bid package for the subject project. Failure to do so may subject the Bidder to disqualification.